
Z104-A5-143

89.5°F 115°F

2519 BTU/H
0.2 GPM

Z105-A7-201

94°F 115°F

4155 BTU/H
0.4 GPM

Z102-A8

99.5°F115°F

2587 BTU/H
0.3 GPM

Z102-A1

95°F115°F

2609 BTU/H
0.3 GPM

Z103-A4

95°F 115°F

4933 BTU/H
0.5 GPM

Z107-A6

95°F115°F

2518 BTU/H
0.3 GPM

Z107-A3

95°F115°F

2560 BTU/H
0.3 GPM

Z107-A2

95°F115°F

2943 BTU/H
0.3 GPM

Z103-A15

95°F 115°F

2553 BTU/H
0.3 GPM

Z110-BB-A14

130°F 127°F

1500 BTU/H
1 GPM

PR-108-A10

130°F
3029 BTU/H

1 GPM

123.9°F

PR-109-A11

130°F
2444 BTU/H

1 GPM

125°F

PR-106-A12

130°F
2105 BTU/H

1 GPM

125.7°F

PR-102-A13

130°F123.7°F

3102 BTU/H
1 GPM

M-1

B-1
VSD

130°F

115°F

42100 BTU/H
5.7 GPM

CN-1

M1-V-1

M1-V-2

M1-V-3

M1-V-4

M1-V-5

B1-V-1

B1-V-2

M-3

M2-V-1

M2-V-2

M2-V-3

M2-V-4

M2-V-5

M3-V-1

M3-V-2

3 GPM
11.4 FT

P-1

Z110-A9

89.5°F 115°F

2519 BTU/H
0.2 GPM

M-2

M2-V-6

M3-V-3

M3-V-4

ET-1

6 GAL

5 GPM
7.8 FT
P-2

M3-V-5

GFS-1

BUFFER-1

SOURCE
5.7 GPM

115°F

130°F

42100 BTU/H
TRANSFER
6.7 GPM
117.3°F

130°F

STR-1

AV-1
MXV-1

B1-V-3 B1-V-4

B1-V-5 B1-V-6

JTP-1

JTP-2

JTP-3

C-PEX-1

C-PEX-2

C-PEX-3

C-PEX-4

MXV-2

CKV-1

CKV-2

HWS

HWS

HWR

1"

5.7 GPM

115°F1"

H
W
R

HWR
1.4 GPM

96.1°F

0.8 FPS

HWS
1.6 GPM

HWS
1"

115°F

1.4 GPM

HWS

HWS

H
W
R

HWR
5 GPM

125.1°F

6.7 GPM

3.7 FPS

6.7 GPM

2.7 FPS

117.3°F

HWS

1.3 GPM94.6°F

1"

1.7 GPM

94.6°F

1"

3 GPM

115°F

1.7 GPM

130°F

H
W
R

HWR
1.6 GPM

93.3°F

0.9 FPS

LOCATION: 
NAME: 1121 RENOVATION

Master Suite T103

Great Room T102

Kitchen/Dining T107

2nd 
Bath

Laundry 
Room

Office

1" Copper

1/2" PEX

.750" PEX

1" PEX

.375" PEX

Front
Bedroom

Guest
Bedroom

Entrance
Way

Master
Bath

  -Bedrooms-
Manifold Closet

in Hallway

  - Radiator-
Manifold Closet

in Hallway

 -Front Rooms-
Manifold Cabinet

in Pantry

Reserved
for Later

Navien 
NCB-180e

130 F Loop For
Radiators

115 F Loop for
in-floor Circuits

Master
Bath


