
Project Number: 1121

Project Name: 1121

Location: Gardnerville, NV

Date: March 25, 2017

Prepared By:

Floor Plan: Main Floor

Circuit Information:

Total Length: 1,437 ft  -  Mr PEX® Barrier 1/2"

Warning: Some circuits not

connected to a manifold!

Circuit Length Manifold Tube Type

A-2 Header Z-107 1/2125

A-3 Header Z-107 1/2119

A-5 Main Manifold 1/2143

A-6 Header Z-107 1/2125

A-7 Main Manifold 1/2201

A-8 Header Z-103 1/2121

A-9 Header Z-103 1/2132

A-13 Header Z-102 1/2169

A-14 Header Z-102 1/2169

A-15 Header Z-103 1/2134

Project Number: 1121

Floorplan: Main Floor (Fit To Page)

March 27, 2017

Note: Details of the tubing bend radius have been simplified for clarity. Consult tubing manufacturer for specific bend
radius recommendations.
Created Using LoopCAD 2016 16.0.0893 (3/27/2017)
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Garage

Not Heated

Kitchen-Dining
Heating: 25.1 Btu/hr·ft²

Floor: 85.0 °F
Supplemental: 6.6 Btu/hr·ft²

Est Air: 478 cfm

Pantry
Not Heated

Laundry Room
Heating: 28 Btu/hr·ft²

Floor: 83.5 °F
Supplemental: 28 Btu/hr·ft²

Office
Heating: 24.8 Btu/hr·ft²

Floor: 83.5 °F
Supplemental: 24.8 Btu/hr·ft²
Est Air: 100 cfm

Hallway 1
Not Heated

Entrance Way
Heating: 26.9 Btu/hr·ft²

Floor: 83.5 °F
Supplemental: 26.9 Btu/hr·ft²
Est Air: 111 cfm

Great Room
Heating: 13.9 Btu/hr·ft²

Floor: 77.9 °F
Supplemental: 1.6 Btu/hr·ft²
Est Air: 267 cfm

Hall Closet

Not Heated

Hallway 2
Not Heated

Ben's Bedroom
Heating: 24.8 Btu/hr·ft²

Floor: 83.3 °F
Supplemental: 1 Btu/hr·ft²
Est Air: 239 cfm2nd Bath

Heating: 26.1 Btu/hr·ft²

Guest Bedroom
Heating: 13.4 Btu/hr·ft²

Floor: 77.4 °F
Est Air: 210 cfm

Master BR
Heating: 17.2 Btu/hr·ft²

Floor: 74.2 °F
Supplemental: 6.1 Btu/hr·ft²
Est Air: 308 cfm

Master Bath
Heating: 29.9 Btu/hr·ft²

Floor: 85.0 °F
Supplemental: 17.7 Btu/hr·ft²

Master WIC
Heating: 23.6 Btu/hr·ft²

Floor: 78.0 °F
Supplemental: 9.5 Btu/hr·ft²
Est Air: 66 cfm

Water Closet

Heating: 6.9 Btu/hr·ft²
Floor: 73.8 °F

Est Air: 9 cfm

Circuit A-8
121 ft @ 12/8 in
Flow: 0.18 USGPM
ΔT: 20 °F (Max:19 °F)

Circuit A-13
169 ft @ 12/8 in
Flow: 0.35 USGPM
ΔT: 20 °F (Max:17 °F)

Circuit A-14
169 ft @ 12/8 in
Flow: 0.27 USGPM
ΔT: 20 °F (Max:19 °F)

Circuit A-3
119 ft @ 10/8 in

Flow: 0.26 USGPM
ΔT: 20 °F (Max:19 °F)

Circuit A-6
125 ft @ 12/8 in
Flow: 0.24 USGPM
ΔT: 20 °F (Max:20 °F)

Circuit A-2
125 ft @ 10/8 in
Flow: 0.35 USGPM
ΔT: 20 °F (Max:16 °F)

Circuit A-9
132 ft @ 12/8 in
Flow: 0.24 USGPM
ΔT: 20 °F (Max:23 °F)

Circuit A-5
143 ft @ 16/12 in

Flow: 0.25 USGPM
ΔT: 20 °F (Max:25 °F)

Circuit A-7
201 ft @ 12/8 in
Flow: 0.44 USGPM
ΔT: 20 °F (Max:19 °F)

14 ft15 ft

Circuit A-15
134 ft @ 8 in

Flow: 0.21 USGPM
ΔT: 20 °F (Max:25 °F)

24 ft24 ft38 ft 37 ft

Main Manifold
(130.0 °F)

Header Z-102
(130.0 °F)

Header Z-107
(130.0 °F)

Header Z-103
(130.0 °F)


