————24"EAVEOHTYP ——— ADD (N) 2X6 RAFTER TAIL TO MAKE 24" EAVE OH.
CLIP (E) RAFTERS FLUSH @ FACE OF EXT WALL.

ROOF FLASHING PER (N) 3" ROXUL "ROCKBOARD 60"
MANUF SPEC (SEE DETAILS RIGID INSUL BD

PROVIDED WITH PLANS).

SEE DET X/SX FOR ATTACHMENT OF (N)

RAFTER TAIL TO (E) RAFTER.

(N) STANDING SEAM METAL
ROOF (DASHED LINES ARE

(N) 2X4 SHAPED
SUB- FASCIA ~fo TOP OF SEAMS, BEYOND), O/
AT (N) 1/4" DRAIN MAT O/ PEEL AND
——, ~~_ STICK VAPOR BARRIER O/

= — (N) 1/2" CDX ROOF PLY

—= T~ E) 1/2" CDX ROOF PLY
<3 \ )
" -~

(N) 2X8 SHAPED FASCIA/_‘

1X3 BATTENS 16" OC (BEYOND)

‘
(N) FIBER CEMENT SIDING PANEL O/ ‘1‘ ’ \‘ ~
1X4 DF #2 & BTR VERT FURRING “
STRIPS 16" OC, APPLIED O/ STUDS 16" \ 9 N Vent
(INSTALL FURRING W/ SDWS 0.220 X 5 @ - l~ " (E)4X6BM I Channel
16" OC VERTICALLY INTO STUDS) OC, O/
Roxul Comfortboard IS 1 1/2", O/ : \‘ ° o )
WRB (BLUE SKIN) O/ (E) 2X6 RAFTERS 16" OC ,» r o] cawty insulation
(E) 1/2" CDX PLY SHEATHING Of 2X4 DF RO= +/-141/2" / (e>_((_:ept in cathedral
STUDS @16" OC, TYP. VIF INTEGRITY OF N) R-22 INSULATION BATTS ceiling hallway)
(N) STANDING SEAM METAL D. (N)
ROOF (DASHED LINES ARE PLY SHEATHING, REPLACE AS REQ D/ (ROXUL COMFORTBATT, OR
TOP OF SEAMS, BEYOND), OF (N) WINDOW AL FIBERGLASS BATT) 2x Furring
(N) 1/4" DRAIN MAT O/ PEEL AND 1X4 WINDOW TRIM TYP —— on Catherdal Ceilin
STICK VAPOR BARRIER O/ ROOF TO WALL FLASHING\K CT VENTED ATTIC SPACE nl ’
(N) 1/2" CDX ROOF PLY O/ METAL ROOF PER N \ only
ANUF SPECS., TS (N) 4X FILL
(N)3"ROXUL"ROCKBOARDN, N\ Ny m——— ki =~
60" RIGID INSUL 172 |7 _ V 2

1 I ——(N) SHAPED 2X LEDGER FOR ROOF PLY

v\\

(E) 1/2" CDX ROOF PLY
(E) 2X6 RAFTERS 16" OC

(N) R-22 INSULATION BATTS -
(ROXUL COMFORTBATT, OR N~
FIBERGLASS BATT)

3

e e Loose fill cellulose

\ in attic portions only
LUS26 (N) 5/8" GYP BD CLG //

(N) 2X6 LEDGER

(N) 5/8" GYP BD CLG

//
UNVENTED

CATHEDRAL CLG

7
IL @ CLERESTORY WINDOW 1"=1'

1/A-6.1 EAVE DETA
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