
DOUBLE WALL SYSTEM CONTINUES.

2X10 P.T. PLATE / CLOSED CELL SILL SEAL/CAPILLARY BREAK,

ATT. TO CONC. W/ 1/2" ANCHOR BOLTS @ 12" FROM CORNER, 48"

0.C. MAX

Z-FLASHING FROM DRAINAGE PLANE O/ EXT. INSUL.

2" XPS INSUL. VERTICAL & EXTEND 2' HORIZONTAL

STUCCO TO 6" BELOW GRADE TYP.

GRADE SLOPED AWAY FROM FOUNDATION

Double Stud Wall Over Frost Protected Shallow Foundation Stem Wall.

SCALE 1" = 1'
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OPEN RAFTER TAILS

3/4" PLYWOOD / OSB TOP PLATE TAPED

TO ZIP WALL EXTERIOR, CANTILEVERED

TO INTERIOR. ABUTTING 1X4 STRAPPING

16" O.C.

GYP. BOARD TAPED OR SEALED TO TOP

PLATE

DOUBLE WALL SYSTEM CONTINUES.

2X10 P.T. PLATE / CLOSED CELL SILL SEAL/CAPILLARY BREAK,

ATT. TO CONC. W/ 1/2" ANCHOR BOLTS @ 12" FROM CORNER, 48"

0.C. MAX

Z-FLASHING FROM DRAINAGE PLANE O/ EXT. INSUL.

2" XPS INSUL. VERTICAL & EXTEND 2' HORIZONTAL

STUCCO TO 6" BELOW GRADE TYP.

GRADE SLOPED AWAY FROM FOUNDATION

Double Stud Wall Over Frost Protected Shallow Foundation Stem Wall.

SCALE 1" = 1'

1.5" XPS INSUL.

1/2" ZIP WALL SHEATHING CAULKED

@ PERIMETER FRAMING, TAPED

SEAMS.

TYVEK HOUSE WRAP O/ SHEATHING.

1X3 FURRING STRIPS 16" O.C.

HARDIEPANEL BOARD & BATTEN

SIDING

Double Stud Wall Over Frost Protected Shallow Foundation.

SCALE 1" = 1'

4" CONC. SLAB W/ REINFORCING

AS REQ'D O/ VAPOR BARRIER O/

2" XPS INSULATION O/ 4" GRAVEL

BASE

SEAL AIR BARRIER TO PLATE

DENSE PACK CELLULOSE

CAVITY INSULATION TYP.

THROUGHOUT

2X4 WOOD STUDS @ 16" OR

24" O.C.

STUCCO TO 6" BELOW GRADE TYP.

2X4 WOOD STUDS @ 16" O.C., PER

STRUCTURAL DESIGN

DRAFT STOP CAVITY @ 10' O.C.

HORIZ. MAX. W/ 1/2" SHEETROCK

2X10 P.T. PLATE O/ CLOSED CELL SILL

SEAL/CAPILLARY BREAK, ATT. TO

CONC. W/ 1/2" ANCHOR BOLTS @ 12"

FROM CORNER, 48" O.C. MAX.

GRADE SLOPED AWAY FROM FOUNDATION

DRAINAGE SYSTEM TO DAYLIGHT

SILT SEAL O/ 4" PERF. PIPE

2" XPS INSUL. VERTICAL & EXTEND 2' HORIZONTAL

Z FLASHING FROM DRAINAGE PLANE O/ EXT. INSUL.


