
Stairs half wall above

Bedroom 1
Heat: 955 Btu/hr
Cool: 620 Btu/hr

Master Bedroom
Heat: 1,798 Btu/hr
Cool: 1,324 Btu/hr

Bathroom
Heat: 470 Btu/hr
Cool: 231 Btu/hr

Mechanical Room
Heat: 317 Btu/hr
Cool: 79 Btu/hr

Family Room
Heat: 4,098 Btu/hr
Cool: 3,518 Btu/hr

PAGE NO.

C
U

ST
O

M
ER

:

PR
O

JE
C

T:

DRAWN BY:

DRAWING NAME:

PROJECT NO.:

SCALE:

DATE:

DISCLAIMER:

P1 (Basement)
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The calculated values shown in this report are
based on the data input by the user of the
software. Inaccurate or erroneous data input will
result in inaccurate or erroneous results. You are
strongly advised to review all input data carefully,
and to have the calculated results reviewed by
an experienced heating professional to ensure
reasonableness and suitability for your
application.
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Stairs Halfwall

Living Room
Heat: 6,073 Btu/hr
Cool: 5,412 Btu/hr

Office/Bedroom
Heat: 1,482 Btu/hr
Cool: 1,225 Btu/hr

Pantry
Heat: 14 Btu/hr
Cool: 12 Btu/hr

Closet
Heat: 122 Btu/hr
Cool: 52 Btu/hr

Kitchen
Heat: 895 Btu/hr
Cool: 998 Btu/hr

Bathroom
Heat: 602 Btu/hr
Cool: 719 Btu/hr

Mudroom/EntryHall
Heat: 1,674 Btu/hr
Cool: 633 Btu/hr
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P2 (Main Floor)
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The calculated values shown in this report are
based on the data input by the user of the
software. Inaccurate or erroneous data input will
result in inaccurate or erroneous results. You are
strongly advised to review all input data carefully,
and to have the calculated results reviewed by
an experienced heating professional to ensure
reasonableness and suitability for your
application.
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