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SEE 1/A4.1 FOR TYPICAL ROOF & 
EAVE NOTES

1" / 12"

FLASHING & COUNTER FLASHING 
PER ROOFING MANUFACTURER'S 

SPECIFICATIONS

REINF. CONC BEAM WITHING AAC 
WALL - SEE STRUCT. PLANS & DTLS

HURRICANE CLIP @ EACH TRUSS

STUCCO FINISH

12" AAC BLOCK WALL

PLASTER FINISH - PAINT

PRE-MANUF. TRUSS BY TRUSS MANUFACTURER - SEE 
STRUCT. PLANS & DTLS

PRE-FIN. DRIP EDGE

3' - 0"

02

EXTERIOR GRADE GWB  -
PAINT, TYP.

(2) 2X8 SUB-FASCIA

1" X 10" SMOOTH 
'MIRATEC' FASCIA

4" CONC. SLABS ON 4" 
GRAVEL BED @ ENTRY - SEE 
SITE PLAN

SEE 1/A4.1 FOR 
TYPICAL FOOTING & 
FOUNDATION WALL 

NOTES

STL ANGLE LINTEL - SEE STRUCT. DTLS

THIN PROFILE NATURAL OR CULTURED
STONE VENEER OVER 8" AAC BLOCK -
ANCHOR PER VENEER MANUFACTURER'S 
SPECIFICATIONS, SEE ELEVATIONS

AAC HEADER - SEE STRUCT. DTLS

PAN FLASHING @ EXTERIOR WINDOWS & 
DOORS EXTENDING TO FLOOR SLAB, TYP.

1X WD TRIM - STAIN/PAINT TO MATCH 
WINDOW

P.T. 2X10 PLATE - ANCHOR TO BOND 
BEAM WITH GALV. ANCHOR BOLTS, 

SEE STRUCT. DTLS

MAIN LEVEL
0"

METAL ROOFING W/ EXPOSED FASTENERS 
OR LIQUID APPLIED ACRYLIC MEMBRANE 

SYSTEM OVER #30 BUILDING PAPER OVER 
T&G OSB ROOF SHEATHING

PRE-FIN. MTL DRIP EDGE

SMOOTH 'MIRATEC' 
FASCIA - PAINT, TYP.

PRE-MANUF. WD TRUSS BY TRUSS 
MANUFACTURER - SEE STRUCT. PLANS & DTLS

P.T. 2X SUB-FASCIA

OPTIONAL VENT STRIP IF BATT 
INSULATION IS USED

CEMENT BD PANELS @ 
SOFFIT - SEE REFLECTED 

CEILING PLAN

RAIN CHAIN - SEE ROOF PLAN

KITCHEN / DINING

2

1" / 12"

GWB, PAINT

DRY WELL @ EACH RAIN CHAIN -
EXTEND DRAIN PIPE TO 

DAYLIGHT

PRE-FIN. MTL 
DRIP EDGE

PT 2X AROUND 
OPENING, TYP. U.O.N.

SEE PLAN & WINDOW 
ELEVATIONS FOR WINDOW 

INFORMATION

12" AAC EXTERIOR WALL - SEE STRUCT. 
PLANS & DTLS FOR REINFORCING

3-LAYER FINISH STUCCO 
W/ INTEGRATED COLOR

REINFORCED CIP CONCRETE FOOTING & 
FOUNDATION WALLS  - SEE STRUCT. 

PLANS & DTLS

4" REINFORCED CONCRETE SLAB 
W/ 6 x 6 - W1.4 / W1.4 WWM 

REINFORCING OVER VAPOR 
BARRIER OVER 6" GRAVEL BED

COMPACTED FILL

2" RIGID TO ISOLATE SLAB 
FROM FOUNDATION WALL AS 
SHOWN, TYP.

2
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" 
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.

4' - 0"

PRE-FIN. MTL GUTTER, TYP.

INTERIOR PLASTER FINISH

AAC HEADER - SEE 
STRUCT. PLANS & DTLS

NOTCH BLOCK AS NEEDED 
TO ACCOMMODATE 

COUNTERTOP EXTENSION 

R-38 BATT OR/ FOAM INSULATION

2' - 0"

1
' 
- 

0
"

HURRICANE CLIP @ EACH TRUSS

P.T. 2X10 PLATE - ANCHOR TO BOND 
BEAM WITH GALV. ANCHOR BOLTS, 

SEE STRUCT. DTLS

PRE-FIN. MTL DRIP EDGE @ 
MATERIAL TRANSITION

RUSAFOVA MARKULIS ARCHITECTS, PLLC

6 PERDUE PL, ASHEVILLE, NC 28806
828.545.1977, 828.231.8338
info@rusafova-markulis.com
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3/4" = 1'-0"2 WALL SECTION

3/4" = 1'-0"1 WALL SECTION


	Sheets
	A4.1 - WALL SECTIONS


