
Gym
1 Circuits @ 9 in
205 ft, <Unassigned>
Supplemental: 940
Heating: 940
Cooling: 1,031

Room 3
1 Circuits @ 9 in
53 ft, <Unassigned>
Supplemental: 26
Heating: 26

Emma's Office
1 Circuits @ 9 in
135 ft, <Unassigned>
Supplemental: 912
Heating: 912
Cooling: 994

Den
2 Circuits @ 9 in
218 ft, <Unassigned>
Supplemental: 1,738
Heating: 1,738
Cooling: 382

Mechanical Room
Not Heated

Bathroom
1 Circuits @ 9 in
76 ft, <Unassigned>
Supplemental: 339
Heating: 339
Cooling: 37

Wine Cellar
Not Heated

Room 4
1 Circuits @ 9 in
101 ft, <Unassigned>
Supplemental: 286
Heating: 286
Cooling: 47

Room 5
2 Circuits @ 9 in
169 ft, <Unassigned>
Supplemental: 1,327
Heating: 1,327
Cooling: 970
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Note: Details of the tubing bend radius have
been simplified for clarity. Consult tubing
manufacturer for specific bend radius
recommendations.
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Master Bedroom
Heating: 1,650
Cooling: 1,468

Laundry Room
Heating: 1,556
Cooling: 1,018

Powder Room
Heating: 595
Cooling: 127

Master Bathroom
Heating: 1,169
Cooling: 708

Closet
Heating: 321
Cooling: 153

Dining Room
Heating: 1,965
Cooling: 1,212

Foyer
Heating: 988
Cooling: 306

Living Room
Heating: 2,604
Cooling: 2,244

Kitchen
Heating: 2,714
Cooling: 1,184
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Jared's Office
Heating: 2,430
Cooling: 944

Closet
Not Heated

Bedroom 4
Heating: 1,504
Cooling: 489

Bedroom 2
Heating: 2,163
Cooling: 966

Room 1
Heating: 898
Cooling: 125

Closet
Not Heated

Closet
Not Heated

Closet
Not Heated

Bathroom
Heating: 384
Cooling: 98

Hallway
Heating: 665
Cooling: 294
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been simplified for clarity. Consult tubing
manufacturer for specific bend radius
recommendations.
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