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CONSULT W/ ARCHITECT ON ERV DUCT SIZING TO REDUCE
AIR FLOW NOISE, MANF MAY RECOMEND 8" DIA DUCT, LOCATE
CONTROLLER ON FIRST FLOOR IN OWNER APPROVED LOCATION

ROUTE EXHAUST DUCT
UP TO ATTIC

ROUTE EXHAUST DUCT
UP TO ATTIC

4" PVC
RADON
VENT

DBL
OVEN

UNDER CABINET/WALL SUPPLY

FLOOR SUPPLY

CEILING SUPPLY

UNDER CABINET/WALL RETURN

FLOOR RETURN

DUCT TURN-UP TO SUPPLY

ABOVE

HVAC CONTRACTOR TO VERIFY AND/OR CHANGE

SUPPLY AND RETURN LOCATIONS FOR ADEQUATE

OPERATION IN CONNECTICUT.  OWNER TO APPROVE FINAL DESIGN

ERV LOW SUPPLY
70 CFM

HRV - EXHAUST
55 CFM

HRV - EXHAUST
15 CFM

HIGH WALL HUNG
ZONE 1 HVAC

HVAC COMPR.  #1 & #2
RAISED ABOVE
SNOW LEVEL

CONC. PAD

4" PVC
RADON
VENT

CONSULT W/ ARCHITECT ON ERV DUCT SIZING TO REDUCE
AIR FLOW NOISE, MANF MAY RECOMEND 8" DIA DUCT, LOCATE
CONTROLLER ON FIRST FLOOR IN OWNER APPROVED LOCATION

ROUTE EXHAUST DUCT
UP TO ATTIC

ROUTE EXHAUST DUCT
UP TO ATTIC

4" PVC
RADON
VENT

4X4 PSL JACK POST
W/ 1/2" PLY BTWN EXT
& INT WALL. FASTEN POST
TO HEADER WITH SIMPSON
# PC44-16.  HEADER
(2) 1 3/4" X 11 7/8" LVL
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Scale 1/4" = 1'-0"
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