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4" PVC
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VENT
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VENT

UNDER CABINET/WALL SUPPLY

FLOOR SUPPLY

CEILING SUPPLY

UNDER CABINET/WALL RETURN

FLOOR RETURN

DUCT TURN-UP TO SUPPLY

ABOVE

HVAC CONTRACTOR TO VERIFY AND/OR CHANGE

SUPPLY AND RETURN LOCATIONS FOR ADEQUATE

OPERATION IN CONNECTICUT.  OWNER TO APPROVE FINAL DESIGN

HRV - EXHAUST
15 CFM

HRV - EXHAUST
15 CFM
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Scale 1/4" = 1'-0"
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