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PLOT PLAN

INDEX:
00 PLOT PLAN
01 ELEVATIONS
02 ADDITION PLAN
03 BRACED WALL PLAN
04 ROOF/FOUNDATION
05 ELECTRIC/ MECH
  / PLUMBING
06 GARAGE PLAN
07 GARAGE E.-M.-P.
08 SECTIONS

GENERAL NOTES:

- APPLICABLE CODES: 2016 CBC, CMC, CPC, CEC & CA. ENERGY CODE
- SCOPE OF WORK:

-- (A) BUILD A 1200 FT2 AUD ON THE PROPERTY SOUTH OF THE EXISTING HOME.
TIE INTO EXISTING UTILITIES ON SITE.

-- (B) REMODEL EXISTING GARAGE FOR TWO BED, ONE BATH AND KITCHENETTE.
-
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TYPICAL FRAMING
- 2X4 STUDS 16" O.C.
- 2X4 BOTTOM PLATE

TOTAL LIVING SPACE
- 1174 FT2
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ONE HOUR FIRE WALL.
(IF ONLY 1/2" GYP. INSTALL 3/4" GYP.

TOTAL LIVING SPACE
- 441 FT2
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PLUMBING
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PIPING HOT AND COLD
TO BE 1/2"Ø.

- ALL NEW PIPING TO
TIE INTO EXISTING
LINES.

- HEATED AND COOLED
WITH A MINI SPLIT
SYSTEM.
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