
3/4" PLYWOOD ROOF SHEATHING

CRIMPED 24 GA STANDING 
SEAM ROOFING 16" WIDE,  
SEAMS ON SIDING TO 
ALIGN WITH ROOF SEAM

MIN 3" OVERLAP MEMBRANES AT 
ROOF TO WALL CONNECTION

SOLITEX UM WATERPOOFING W/ 
PLASTIC MESH OR SOLITEX MENTO 
PLUS W/ CEDAR BREATHER MESH  

CRIMPED 24 GA STANDING SEAM 
ROOFING 16" WIDE

2
1

1 Attic <> Wall

DENSE PACK CELLULOSE, R3.7/INCH, 6”, TOTAL R22.2

1/2" GYPSUM BOARD FINISHED TO LEVEL 4

AIR BARRIER, INTELLO PLUS OR SIGA MAJREX 200, 
TAPED AT ALL EDGES AND FLOOR WITH TESCON 
VANA TAPE OR SIGA RISSAN TAPE

SERVICE CAVITY, 2X4 OR 2X2 RUNNING 
HORIZONTALLY. FILL W/ MINERAL WOOL INSULATION 
(R6)

WRB MEMBRANE AND SECONDARY AIR BARRIER, 
SOLITEX MENTO PLUS OR SIGA MAJVEST, TAPE ALL 
EDGES WITH TESCON VANA TAPE OR SIGA WIGLUV

1X3 PT BATTENS @16" OC RUNNING HORIZONTAL FOR 
RAIN SCREEN

2” ROCKWOOL COMFORTBOARD EXTERIOR MINERAL 
WOOL INSULATION (R8.4). ALTERNATIVE: RIGID WOOD 
FIBER (GUTEX OR STEICO) OR RIGID RECYCLED FOAM 
BOARD

BOARD & BATTEN HEMLOCK, INSTALL ON 1X3 
BATTENS

1/2” PLYWOOD SHEATHING

DENSE PACK CELLULOSE, R3.7/INCH, 6”, TOTAL R22.2

1/2" GYPSUM BOARD FINISHED TO LEVEL 4

AIR BARRIER, INTELLO PLUS OR SIGA MAJREX 200, 
TAPED AT ALL EDGES AND FLOOR WITH TESCON 
VANA TAPE OR SIGA RISSAN TAPE

SERVICE CAVITY, 2X4 OR 2X2 RUNNING 
HORIZONTALLY. FILL W/ MINERAL WOOL INSULATION 
(R6)

WRB MEMBRANE AND SECONDARY AIR BARRIER, 
SOLITEX MENTO PLUS OR SIGA MAJVEST, TAPE ALL 
EDGES WITH TESCON VANA TAPE OR SIGA WIGLUV

1X3 PT BATTENS @16" OC RUNNING HORIZONTAL FOR 
RAIN SCREEN

2” ROCKWOOL COMFORTBOARD EXTERIOR MINERAL 
WOOL INSULATION (R8.4). ALTERNATIVE: RIGID WOOD 
FIBER (GUTEX OR STEICO) OR RIGID RECYCLED FOAM 
BOARD

BOARD & BATTEN HEMLOCK, INSTALL ON 1X3 
BATTENS

1/2” PLYWOOD SHEATHING

LOOSE BLOWN CELLULOSE, R3.75/INCH, 
16”, TOTAL R60

TRUSS

SERVICE CAVITY,1X3 FURRING STRIPS

1/2 ZIP PLYWOOD SHEATHING ATTACHED ACROSS 
BOTTOM OF JOISTS. BLOCKS CRITTER AND 
MODERATES VAPOR MOVEMENT, TAPE AT ALL EDGES 
WITH ZIP OR TESCON VANA TAPE OR SIGA RISSAN 
TAPE

INSULWEB  STAPLED TO FLOOR JOISTS TO SUPPORT 
LOOSE BLOWN CELLULOSE AND CONFIRM 
COMPLETELY FULL BEFORE ADDING SHEATHING

OVERALL R VALUE:
- R35.63 FLOOR JOIST INSULATION
- R8.4 RIGID FOAM BOARD
=R44.03 FLOOR  ASSEMBLY

OVERALL R VALUE:
- R30 FLOOR JOIST INSULATION
- R8.4 RIGID FOAM BOARD
=R38.4 FLOOR  ASSEMBLY

2 Wall <> Floor

16”

1 1/2”

OVERALL R VALUE:
- R60 ATTIC INSULATION
=R60 ROOF

OVERALL R VALUE:
- R6 SERVICE CAVITY
- R22.2 WALL INSULATION
- R8.4 EXTERIOR INSULATION
=R36.6 WALL ASSEMBLY

OVERALL R VALUE:
- R6 SERVICE CAVITY
- R22.2 WALL INSULATION
- R8.4 EXTERIOR INSULATION
=R36.6 WALL ASSEMBLY

DENSE PACK CELLULOSE BETWEEN 2X10 
FLOOR JOISTS, R3.75/INCH, 9.5”, TOTAL 
R35.63

RIGID FOAM BOARD BELOW FLOOR JOISTS TO 
REDUCT THERMAL BRIDGE. R8.4/INCH, 1”, TOTAL 
R8.4

SUBFLOOR

3 Wall (overhead view)

DENSE PACK CELLULOSE, R3.7/INCH, 6”, TOTAL R22.2

1/2" GYPSUM BOARD FINISHED TO LEVEL 4

AIR BARRIER, INTELLO PLUS OR SIGA MAJREX 200, 
TAPED AT ALL EDGES AND FLOOR WITH TESCON 
VANA TAPE OR SIGA RISSAN TAPE

SERVICE CAVITY, 2X4 OR 2X2 RUNNING 
HORIZONTALLY. FILL W/ MINERAL WOOL INSULATION 
(R6)

WRB MEMBRANE AND SECONDARY AIR BARRIER, 
SOLITEX MENTO PLUS OR SIGA MAJVEST, TAPE ALL 
EDGES WITH TESCON VANA TAPE OR SIGA WIGLUV

2” ROCKWOOL COMFORTBOARD EXTERIOR MINERAL 
WOOL INSULATION (R8.4). ALTERNATIVE: RIGID WOOD 
FIBER (GUTEX OR STEICO) OR RIGID RECYCLED FOAM 
BOARD

1/2 PLYWOOD SHEATHING

6”

4”

1 1/2”

1/2”

3/4”

3/4”

1.5”

1X3 PT BATTENS @16" OC RUNNING HORIZONTAL FOR 
RAIN SCREEN

BOARD & BATTEN HEMLOCK, INSTALL ON 1X3 
BATTENS

SKIRTING: BLACK METAL COIL STOCK OR DURASKIRT. 
EXTEND AT LEAST 6” BELOW GRAVEL

SONO TUBE CONCRETE PIER

6-MIL POLY VAPOR DIFFUSION RETARDER

SOIL

BACKFILL SOIL

2X4 FRAMING CONNECTED TO FLOOR JOISTS TO 
ATTACH LOWER CLADDING AND SKIRTING

EXTEND BOARD AND BATTEN CLADDING. BOTTOM  AT 
LEAST 6” ABOVE GRAVEL

SILL

RIM JOIST

CONCRETE FOOTER

CRUSHED STONE GRAVEL

PERFORATED 4” PIPE AROUND HOUSE, DRAIN TO 
DAYLIGHT

STEEL I-BEAM

1/2 ZIP PLYWOOD SHEATHING ATTACHED 
ACROSS BOTTOM OF JOISTS. BLOCKS 
CRITTER AND MODERATES VAPOR 
MOVEMENT, TAPE AT ALL EDGES WITH ZIP 
OR TESCON VANA TAPE OR SIGA RISSAN 
TAPE

ALT FLOOR ASSEMBLY

HFO CLOSED CELL FOAM BETWEEN 2X10 
FLOOR JOISTS, R7.5/INCH, 4”, TOTAL R30

SUBFLOOR

NEW ADDITION

ORIGINAL HOUSE

ORIGINAL MINI BASEMENTPIERS UNDER HERE

NEW ADDITION
MINI BASEMENT

WILL SWITCH TO 
INSULATED BILCO

3

RIGID FOAM BOARD BELOW FLOOR 
JOISTS TO REDUCT THERMAL BRIDGE. 
R8.4/INCH, 1”, TOTAL R8.4


