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Equivilent
ID Dsn Cfm Round Size Velocity Final Size Height Width Flex

SR-1 51 5 372 5 5
SR-2 31 4 352 4 5
SR-3 85 6 433 6 7
SR-4 136 7 508 7 8
SR-5 57 5 419 5 6
SR-6 79 6 405 6 6
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SR-9

SR-10
SR-11
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SR-13
SR-14
SR-15
SR-16
SR-17
SR-18
SR-19
SR-20

439
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ID
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ST-1 166 8 477 8 8
ST-2 268 9 607 9 10
ST-3
ST-4
ST-5
ST-6
ST-7
ST-8

Equivilent
ID Dsn Cfm Round Size Velocity Final Size Height Width Flex

RR-1
RR-2
RR-3
RR-4
RR-5
RR-6
RR-7
RR-8
RR-9

RR-10
Equivilent

ID Dsn Cfm Round Size Velocity Final Size Height Width Flex
RT-1 383 12 488 12 12
RT-2
RT-3
RT-4

Associated Supply Runs

Equivilent Rect. Duct
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Return-side Runouts
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ACCA Manual D, 3rd Edition (D3) -- Residential Duct Systems, 2009 - 2016 (Worksheet 1)
Supply-side Runouts

Master Bath
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